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Foreword

The mention of wind power in 1974 dmmediately elicits a strong
positive response from environmentallists and anyone interested in
clean energy sources. As this year begins, the current energy
crisls appears to all concerned as an opportunity to return to
the possibility of using wind power.

It must be acknowledged, of course, that wind power 1g one
of the oldest domesticated natural power sources in mechanical form,
used primarily to propel ships and drive mill- and pump-wheels.
These are two well-developed modes of use. The large salling
vessels have been replaced with steamships, ships drivenhpymex-
plosion engines, and finally nuclear vessels. At the same ftime,
the art of sailing 1s becoming more refined every day. Old-
fashioned windmills have disappeared, but windmill-driven pumps

continue to operate.

During the energy crisis followling the Second World War..
there were some attempts to bulld hligh-power wind generators to
produce electricity. All of these attempts cannot be terméedod
fallures, but they were all halted when the cost of petroleum pro-
duects went down. Efforts to develop and perfect these assemblies
continued on only a few small versions used in isolated areas,
where they have been found economically feasible, but these small
assemblies are about to give rise to a new generation of wind
generators.

The following discussion will focus on the uses of wind power
without going into detall on foreign projects, which of course
must be kept in mind, but expanding on the contributions made by
the French Electrical Authority, especially from 1947 to 1966..
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WIND POWER PROJECTS OF THE FRENCH ELECTREGAL AUTHORITY
R. Bonnefille,

Department of Atmospheric Exchange and Pollution, Research
and Testing Division, French Electrical Authority

1. Wind and Wind Power /5%

A few basic concepts on wind are necessary to an understanding -
of wind power. Extensive efforts to understand the nature of
wind as it occurs from 0 to 100 m above the ground have been .
~made  ‘during the last two decades, 1947 to 1966. In France these
efforts may primarily be attributed to the French Electrical
Authority at the instigation of i1ts Director of Research and
Testing at the time, Pierre Ailleret [102, 105, 112, 115, and 116].

1.1. Measurement of Wind Power

In 1946, an integrating anemometier was developed by the
Montrouge Meter Company; 350 of these devices were mass produced
arid installed in France and overseas. The results have been
carefully analyzed. Thls assembly . required a parameter propor-
tional to the wind power capable of being collected by an alr-
screw; considerations of fluild mechanics based on highly
simplified assumptions (cf. Section 1.2) show that the cube of
the speed V of the wind may be this universal parameter.

Using thils principle, maps were prepared showing the wind
energy avallable per year expressed in kWh/m2 .of area swept by
the wind generator (Fig. 1). For example, in a few areas on the
northwest ccast of Brittany, 5000 kWh/m2 are avallable; an air-
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serew 30 m in diameter stirring a circular area of 700 m= would

# Numbers in the margin indicate paglnation in the foreign text.



Fig. 1. Yearly distribution of wind power at 40 m
above the ground. e More than 3000 kWh/m2}
o Less than 3000 kWh/m®.

theoretically be able to collect 3.5 GWh per year! Actually,
this figure must be divided by a factor of 2 to 3 to obtain a
value closer to the real corder of magnitude. Thus it may be



assumed that 1000 wind generators of this type distributed élong
the coast would deliver more than 1 TWh per year [104, 105, 111,
113].

At this point in development, any extrapolation from these
figures is questionable and may lead to a premature rejection of
wind energy, since the "CdC-Ailleret" anemometer, the basis for
the use of wind power in France, i1s not a convincing argument in
itself for the real possibllity of controlling this type of
energy; it was first necessary to try a practical test. It 1is
this test which we will attempt to describeechbjdctively, 10 years
after its conclusion, in‘order 'to point out:

—- on the positive side, the aerodynamic efficlencyudf the
assembly, that is, the proportion of the theoretically available
wind power which 1t actually captures;

—-— on the negative side, the technical problems ralsed by
large wind generators.

Nevertheless, the anemometer developed by the French Electri-
cal Authority and the French Department of Lighthouses and
Beacons has furnished attractive results [112, 115, 116]:

—— Wind power is Zlocallzed primarily close to the coast in
the temperate  zone; 1t 1s not related to hydraulic energy. It
is stronger in theiwinter than in the summer, slightly stronger
at a low distance from the ground, and stronger in the daytime
than at night. The power is fairly uniform from year to year
(there are no extremely windy or extremely calm years) and even
from trimester to trimester. It 1s regular on a l-hour scale,
but extremely irregular on a minute or semi-weekly scale. The
conclusion is that the Atlantic coast of Europe has a good yearly
supply of average wind power, but this power is randomly dis-
tributed; however, there are satisfactory mathematical modeils for
this distribution [210]. "
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-— In addition, the spatial distribution of wind is extreme-
1y 1rregular; neighboring sites may dififer widely as to the amount
of wind power avallable. The wind generator itself produces
considerable disturbance; its long wake (several kilometers) is
& relatively devalorizing factor for sites. In conclusion, the
choice of wind power sites is a difficult problem, since the
blades of airscrew machines are subjJected to é&xtremely irregular
mechanical stresses.

These two groups of results relative to wind bring out the
two largest problems with regard to wind generators: the irregu-
larity of the energy supply and the mechanical strength of the
wind generator. These problems have already been solved for
small assemblies (less than 10 kW); a solution for average-power
generators (100 kW) 1s within sight, but so far the solution for
high-power generators has only been sketched in [114, 117, 205,
207].

1.2. The Betz Formula [100]

The proportionality of wind power to the cube of the wind
speed mentioned above constlitutes the Betz formula, familiar to
wind power specialists. Since in the following discussion we will
refer solely to the efficiency of wind generators, the ratio
between the power they generate and the total aerodynamic power
which they could extract from the wind, that is, the "Betz"
power, it 1is necessary to state the basic assumptions of this
formula.

It is assumed that the wind motor is placed in an unlimited
filuid moving uniformly upstream and downstream from the motor,
to Infinity. It slows a small fraction of the fluid, and this
kinetic energy deficlt is transformed into mechanical energy.
Since the fluid which has performed this work must retain ernough



speed to travel away from the device, -the: generator must use'only-a
Imited fraction of the kinetic energy of the fluld involved.

Let us diagram the wind generator schematically by the disk

of area 5 which it sweeps, intersected perpendicularly by the wind

speeddV, that is, by an air mass of revolutlon with cross section

S1Vy = SV = 8V,

51 and Sp and average
speeds V1 and Vp far
upstream and downstream
from the disk, and

a weight per unit

volume p.

The continuity LT
and the noncompressi-
bility of the fluid
are glven by the
relationships:

Let us express the loss of power of the fluid upon passing

through the disk in two ways. First, the kinetic energy loss is:,

¢
1 2 1

° wy =5t (v2 - vZ) }

Second, the variation in momentum as ‘the Tluld passes -throughithe
disk .represents. - a stress exerted on the disk by the fluid:

; F = ??Y(YJTVZ?,

whose correspondlng power 1is:

A

= payl
FV = psv(V,-V,)

|



The equdality of the two power values results in the simple equation:

Vi + Vo

V= —3

Let us assume V2 = aVi; let us express the power as a function of
parameter a which is unknown a priori, but .will necessarily range
from zero to one:

W =i— pSV? {1+a)(1-a") J

fm me e s e m e e

"
The function W(a) will reach a maximum for a = 1/3:

L 16 (1 3)
Woax 27 Kz pSVy

This is the Betz formula, glving the maximum energy avallable
across an area S downwind from a wind of speed Vq. With
p = 1.25 kg/m3, a satisfactory average, this becomes:

S YRR L
Lo wli/m®) = 0,37 _...%?__..
an equation which serves to estimate the wind power theorétically

avallable on the basis of measurements of the wind speed at a
point on the site where this is significant.

2. Actual Wind Generators

This section provides a review of installations«which have
actually been operated, presented in the form of a synthesis of

data on these generators contained in the literature. The purpose
1s more informative than interpretive. ‘



The table on the next page is a collection and summary of the
basic data on a few machines whose operating characteristics may
indicate the possibilities of wind power.

This table includes some information on the largest wind
generator built so far: the Morgan-Smith-Putnam generator {
(1250 kW) installed in the US in 1941, one of whose blades broke
on March 26, 1945. The project was subsequently abanddned due .«
to high operating costs ($1.25 million). Nevertheless the machlne
dld operate for 1080 hours, from October 1941 to May 1945, de-
livering 360,000 kWh; its output reached 1500 kW under a 30 m/sec
wilnd. The table also includes one of the oldest machines, with
an output of 100 kW, bullt in Crimea in 1931 and.tested there over
a period of 2 years. In the USSR, 18 m, 28 kW machines have also
been operated, especlially in connection with the Telechev tractor
and machinery plant and the Mikolskoye plant [106, 201].

2.1. Wind Generators Builf by the French Electrical Authority

The French Electrical Authority has tested three high-~power
machlnes. These projJects were based on research from 1948 to 1966
by the Wind Power Division under the direction of M. Argand,
within the Research and Testing Division, in cooperatlon with
French designers and research organizations: the Sclentifie and
Technical Research Agency (BEST), NEYRPIC and its subsidiary
SOGREAH, ete.

2.1.1. The Nogent-le~Roi 800 kW Wind Generator

This machine (Flgs. 2 and 3) was equlpped with a three-~blade!?
light alloy plate airscrew with flxed setting; the blades were
embedded in thé hub.

! This is the optimum number so that the alrscrew will not rotate
too slowly while at the same time retaining an inertial ellip-
soid of revolution. N



| CHARACTERISTICS OF A FEW AVERAGE-

CR LARGE-POWER

WIND GENERATORS HAVING BEEN IN OPERATICN'

/8

Designer ) Jiiameter’ | Rated .{R@ted ‘;Example of:
(foreman) : dtﬁl". output wind Types of blades| output
- SITE A - gction | speed
| pf Opera ; ; s
! tionr m (kW) ( 13
[ m/s)
 ALGERIA - . :
Grand-Vent Andreau-Enfield| 24.4 AV 100 13 *’Z;z;:ﬁizt:gttmg 180 h
_ (BEA - EGA) - = SEEEE
StBtten Studiengesell- | 34 AM 100 8 Variable set-.
shaft Windkraft “ting, plastic
ANTTLLES : i
La Barbade Brace (Québec) 9, 75AM 10 }iriigation.;
. ) a . -
DENMARK Lykegaard P
Bogo Smith (SEAS) 13 45 5 80 MWh/year (typ.
Vester-Egesborg - - 8.2 13 25 MWh/year (£YE
Cedser - - 24,4 200 6 200 MWh/year {tyr
GREAT BRITAIN -, v ¢ '
Costa-Head | John .Brown c*® 15,2 AV 100 15,6 Wood ‘With- 400 kw
] _ g RN electrical gen-
(Orkney Islands) s | erating unit.’
. _ 400 KW
Crandfield Dowsett Holdings 12 25 11 85 MWh/
{Bedfordshire) (U.K.Ministry)
Tle de Man - 100
FRANCE - i | L
St.Rémy-des-Landes| Neyrpic (EDF) 21,2 AV 132 12,5 | Plastic with 59 wyhmonth
(Manche) , variable Settindpecembes - 1965)
- idem - - idem - 35 AV 1 000 17 - idem ~  |200 MWh/monthi
Nogent-le-Rol BEST-ROMANI 30,2 .Av 800 © 16,7 'Metailwith ’ fovember 1 1963)
(Eure et Loir) (EDF) | fixed setting -
Sept-Tles Aérowatt 9.2 AM| 4,1 7| Aleminumswith . |on0 e oo
: : : variable set-
Le Bourget CEM (Darrieus) | 20 AV 12 6 Fixed sheet-
USSR | metal \ -
Balaklava Tz A.G.T. 30 AM 100 10,5 . Light metal 200 MWh/year
U.S.A. (1933)
Granpa's Knob Morgan-Smith C°| 53 AV 1 250 7,5 |-Stainless steel(3gp Mwh
(Vermont) (Putman)

L)

b, )

. -

it is situated upstream in relation to the wind.

AV indicates that the airscrew is downstream from the motor, and AM that



Filg. 2. The BEST-Romani wind generator at Nogent-le-Rol (Eure
and Lolre). 30.2 m; 800 kW.




The blades, tested in wind tunnels (Eiffel, Chalals-Meudon,
St-Cyr-1'Ecole and Poitiers) and, from the standpoint of strength
of materials, by the Toulouse Aeronautlcs Assoeciatlion, met the
following specifiications:

-- the airscrew is able to operate at a wind .speed of 25:m/sec
(90 km/h);

—- at rest the alrscrew is able to tolerate a . 250 km/hour
wind;

-- the airscrew is able to tolerate 35 m/sec gusts (&25.km/
/hour) without damage.

The speed of rotation of the alrscrew waseconstant, since the /11
machine was connected to the electrical network (50 Hz, 60 kV)
through a synchronous alternating generator (800 kW; 3000 V) with
a double transfirmation stage (3/15/60 kV) and a 15 kV line
12 km long.

The airscrew and the alternatling generator were linked by
two planetary step-up gears (Fig. 3} with ratios of approximately

7.5 and 3 and by a coupling allowing transmission of torque alone

and not the deformation which must be expected due to the design
of the hub and the mechanically welded heavy metal plate blades.

The other significant characteristics are as follows:
-—= diameter of airscrew: 30.19 m;

-- rotation speed: airscrew 47.3 rpm; alternating generator
1000 rpm;

-~ rated output: 800 kW with a 16.7 m/sec wind (60 km/hour);

10



-— helght of shaft: 32 m above ground;
~- total weight (except substructure): 160 tons.

The value of the Nogent-le-Roi plant was that it virgually served
as-’.a test bench for 5 years (1958 to 1963). Thanks to a large
number of reports prepared by BEST atYithe request of the EDF
{Electricité de TFrance; French Electrical Authority], it 1s poss
sible to furnish a great many details on the operation of this
machine. Two airscrews were tested in turn: the first, slow-
speed alrscrew, described above, held up very well; the only
fallures were of mechanical origin and did not bring the basic
operating principles of the alrscrew into question. On the other
hand, one blade of the second, high-speed airscrew broke during
testing.

2.1.1.1. Goals of Testing Program [301]

Before entering on the history of thismmachine, we might
analyze the goals of the Nogent-le-Rol testing program:

-- to measure the perfidrmance of the generatornin order to

gset up a basis for evaluating the energy production capacity of
future machines; the purpose here was to *surpass' the results ob-
tained at St-Cyr-l1'Ecole on a small-scale model 40 m above the
ground, by bulilding a full-size assembly.

-~ to analyze energy losses: 1n designing wind generators,

cost reductions due to imperfections must be balanced agalnst the
attendant loss in efficiency; to balance these two factors, the
distribution of energy losses must be knownj;

-~ to determine the optimum excitation setting: . - previous

experiments revealed the possibility of obtaihing automatic

11
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setiting . with constant excitation of the generator, but whether
or not this was the best method remained to be determined;

~~ to develop methods of use: for example, procedures for

connecting the machine or disconnecting it under low wind, ete;

-- to compare braking procedures: two systems (mechanical and /13

electrical) were tested simultaneously;?

-~ to simplifyiservo relationships: the generator 1s equipped
with the maximum equipment which can be provided (slaved and manual
orientation, for example); however, one must still ask whether this
equipment is excessive or whether an important phenomenon has

been neglected;

-- to _check strength of materials computations: this is a
new technique in which standards have yet to be defined; thus the

maximum stresses must be measured;

-~ to see whether the .overall tilt =~ is really necessary;

—— to test the connection to the ground by flexible cables,

allowing leeway for several colls of the cable within the pivot
to preclude the necessity for a rotating collecter;

2 If the setting of the airscrew blades of a wind generator is
fixed, adjustment may be obtained automatically and with no ex-
penditure of energy, as Darrieus proposediin 1927, merely by~ .
the fact that the mechanically powered generator 1s connected
synchronously, or even merely quasi-synchronously, to a large
network. Thisg is because the incident wind 1s the geometrical
sum of a relative component derived from the rotation speed and

' the natural wind. When the latter speeds up, at'constant rotatlon
speed, the veloclty triangle becomes distorted and part of the
blddes undergo a "speed loss"; the power from the airscrew reaches
a maximum, decreases and beglins to increase slowly once again
only with very hlgh wind speeds. ©On the other hand, the airscrew
overspeeds when the generator is dlsconnected from the network.

13



-= to study the wake: 'in order to estimate the minimum dis-

tance between assemblles.

This program also served to define the measuring devlices ——
wattmeters, anemometers, gauges, etc. -- given the possibilities
at that time; there 1s no point in enumerating their characteris-
gics today.

2.1.1.2. Briéf History of the Nogent-le-Roi Wind Generator
[302-309]

A chronological review of the testspperformed on the Nogente
le-Rol wind generator would be of value here, since this will show
the series of operations to be perfiormed in a case of thls type,
synthesize the fallures and funetioning of the generator, and
stipulate the time required for the various basic procédures.

From March 15 to June 13, 1958: preliminary tests with a
wind speed V of less than 12 m/sec¢. These tests dealt wilth the
followlng points:

-- checking the validity of the starting and connecting prou

cedures and the electrical stabllity at a low charge: after mal-

functlons 1n the starter had been repaired, the system was com.
connected to the network without incident on April 2 with the
generator in normal posltion and on April 10 with the blades at

a 90° angle to the wind. The followlng operatlons were performed
after the alrscrew was facing into the wind:

¥ the alternating generator was started in an asynchro-
nous mode and then synchronized;

* the alrscrew was released and the clutch was engaged

when 1t had- reached the synchronization speed and had begun
to overspeed.

14
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When the airscrew was not in the wind, or when the wind was slight
(the following operation is not recommended in high winds):

¥ a synchronous startup  driving the airscrew and sub-~

sequent synchronization;
¥ release of orientation of assembly.

The stability is perfect within the power range 55 kW (Zeroéomwind)
to 300 kW (12 m/sec wind);

~~ contiol of equalizing forces: tests involving unguided

rotation up to the synchronization speed were performed;

-- study of the single-~disk mechanlcal braking device: this
was the part of the machine which seemed to he the mostuproblematilc
at first; a number of readjustments were necessary, but it uls

timately operated perfectly;

—-— checking of the elecfrical braking device: the electrical

braking system operated satlsfactorlly after the response time of
a circult breaker-had been reduced to less than 0.4 sec. With a
wind speed of less than 10 m/sec it reduced the speed to 1 rpm,

a speed at which the airscrew could be locked while still in
motion. The combined action of both brakes, even 1n high winds,
stopped the assembly in less than 2 rotations of the alrscrew;

-— control of lubricaticen: there Were numerous problems and

leaks;

control of heatling: here there were no problems since

the efficlency of the radiators increases with the wind speed;

-~ tests on Vibration: the oscillations of the pod, recorded

by three accelerometers, were found to be Insignffiicant, with the

15
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exception of those due to the blade's passing behind the pivot
(x4'), but these disappeared in high winds. High-speed cinemato’
graphy of the blades showed there to be no wvibration;

-—- noise: the noise level was somewhat high, but no measures
were taken; little attention was given to this problem since 1t

did not seem to be very important;

—-—~ 8tudy of orientation: the restoring forque was measured

by means of a brake-dynamometer as a function of the drift angle;
it was found to be much higher than that predicted from wind
tunnel tests. The movement at the beginning of rotation was found
to be aperiodic; with clearance of U45° or more, the assembly
became oriented without vibrations or oscillations in a few

seconds.

From June 19, 1958 to September 1958: further operation of

equipment.

From September 1958 to April 16, 1959: new series of tests
up to V = 17 m/sec including 122 hookups to the network and
171 hours of connected operation. The rated output of 800 kW was
reached with a wind -gspeed sof 16.7 m/sec. "Hebe the important. points

were as follows:

-~ alrscrewi this operated correctly, although the outside

paint was in poor condition:;

-~ brakes: the mechanical brakes were used 200 times (de- /1

laying moment 14-106 mN). The electrical brakes operated correctly,
reducing the speed to 0.2 rpm with a wind speed of 10 m/sec;

-- clutch: adjustments were necessary to preclude chattering
and slipping above 700 kW;~¢

17



-- stability of connection with network: this point was

thoroughly tested, particularly the oscillation of the system,
sincenthe alternating generator was capable of non-damped pendular
oscillation (3 Hz) which could result in stall.® Actuwally, the
alternating generator-airscérew system oscillated at approximately

2 Hz, éntraining perturbations with a maximum amplitude on the
order of 40 kW; however, these were oscillations due to the blades!
passing behind the pivot (2.35 Hz), an unaveldable phenomenon

but anlacceptable one, since this was not stall;

-- orientation: the spontaneous orientation system operated
satisfactorily (2.8°/sec)whth a wind speed of up to 17 m/sec);

-- heating: the maximum was 45° in the second step-up gear.

From April 17 to May 15, 1959: completion of assembly
(particularly, installationu8f orienting unit).

From May 16 to October 4, 1959: there was little wind during
the summer of 1959, and this period was used for development of

the "on=board'measuring equipment.

October 5 to November 18, 1959: continuous operation with

brief interruptions due to:

-~ §lipping of the cluteh {October 18 and November 13);

® The extreme inconstancy of wind as a power source makes 1t nec—
essary to equipmthe alternating generator with squlrrel-cage
shock absorbers to prevent any tendency toward oscillations.
In addition, the connection to the networks must be made through
an electrical line whose reactan¢é should be low so that the
synchronizing torque will belhhigh enough, and whose d¢ resistance
should be low so that negatlve damping does not develop.

18



-- problems in the o0il circults for the brakes and clutch
{October 21 and 27);

-~ extra time for assembly of thesorlenting unit (November 4);

—-- mechanical damage to the shaft (November 18).

During this period the machine operated 931 hours, 195 of
which were consecutive; it was connected up 164 times. The maxi-

mum output observed was 930 kW with a wind speed of 20 m/sec, with
a peak at 1025 kW.(Fig. 4).

™~
=t
O

The information drawn from this serles of tests was as

follows:
stradrscrew: this operated correctly ¢ip to V = 24 m/sec);
-- brakes: as a safety measure, the mechanical brake was set
up to operate a few secondsaafter the electrical brake, except

in high winds;

-- step~up gears: due to the lubricatlon problems, constant

levels were maintained in each gearbox, by means of a hand pump
Wwhere necessary;

-— stabllity: the machine contlnued 1in steady-state operation
without stalls or vibration even above 800 kW;

-~ accldent of November 18, 1959: the downstream bearing of

the alternating generator was destroyed, resulting indﬁamage to

thé shaft, the upstream bearing, and the fan of the alternating
generator. The cause of the accldent was not entirely clear.
Apparently the capacity of the oll baths was too low or the bearings
were pressed too tightly against the assembly. The conclusion was

iat
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that lubrication of machines with step-up gears 1s a source of

préeblens.

From November 18 to April 13, 1960: repair.

From April 13, 1960 to April 12, 1962: after the alternating
generator had been reassembled, the machine was reconnected to

the network on April 13, 1960. A number of problems ensued:

0il leakage from the first stép-up gear;

~- problems with the hydraullc braking clrcuit;

problems with the electrical brakes;

~« heating of the second step-up gear, resulting in the
disabling of some bearings (September 16, 1960);

-— play in the coupling (stoppage from July 4 to September 6,
1961);

-~ ¢racking of the blade roots due to elongation of the
rivets securing the blades.

Nevertheless the machine did reach an output of 1025 kW,
minus 10 kW for excitation of the alternating generator (Fig. ).
It held up gqulite well under gusts; on August 30, 1960, the output
increased from 300 to 900 kW in a few seconds (Fig. 5). The mean
outputs tolerated were as follows:

800 kW for 1 hour

B25 kW for 4 consecutive hours
683 kW for 12 consecutive hours
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The generator satisfactorily tolerated a storm on January 11,
1962, during which the wind reached a speed of 30 m/sec.

Fig. 6. Model of assembly of two 2 MW machines
equipped with 45 m airscrews in the course of
wind tunnel testing (Bréguet at Villacoublay).

2.1.1.3. Conclusions on the Operation of the 800 kW Nogent-le-Roi
Wind Generator

The following table gives the performances of this assembly.

22
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PERTOD time . |PRODUCTION | sumption (1 Observations
' - (hours) (k¥h) (kWh)
' Checking
16 730 500
gg.gi'iggg h ..Braklng problems
2 99 980 . | Problems with clutch
;g'?i';ggg 931_ 53 430 andilubrication
o . Destruction of
bearing
13.04.7940 62 970 121 260 | Problems with lubri-
04.07.1961 3 380 ' | cation, braking and .
heatingnof begrlngs,
play in coupling
.09,1961 346 87 410 2 540
gg gz 1962 .. | Stoppage to change
T alrscrews
“rotal (kwh) - 220 540 146 780
(hours} 5 428 1 780 3 648

Operating ' Power con-

It should be added that:
-~ the assembly was connected to the network 372 times;

-— the length of the longest perlod of uninterrupted connec-
tion was 637 hours;

-— the maximum efflieciency of the airscrew alone was 0.85,
while that of the wind generator was 0.7.

To summarize, it may be concluded that:

-- the output curve exceeds predicted wvalues;
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--~ the system for adjustment to wind speed operates correctly;

— the automatic orlentation system operates at a wind speed
of 3 m/sec or more i1f the airscrew is turning;

-—- the connecticon to the network is stable and easy to obtaing
-~ the vibration of the blades 1s very slight;

-~ there are no signs of damage due to wear and tear aftér
5428 hours of operation and 38,000 hours of exposure to the ele-
ments, aside from damage to the paint on theuwotutside of the blades;

-~ the admission of ambient air into the Alternating genera- /23

il

tor should be avoided;

-- the excitation current would be better supplied by means

of a rectifier;

~— the mechanical and electrical brakes were found to be
adegquate;

~-— some lubrication problems remain to he solved if the
assembly 1s to operate without menitoring.

Although the failures of this assembly -- which were all
mechanical in origin -- show up véry clearly in any review of its
history, one should not minimize the excellent behavior &f this
wind generator with regard to the wind, that is, the stability of
its coupling durling movement and its satisfactory aerodynamic

efficiency.
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The NEYRPIC wind generator at
132 kW.
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Fig. 8. Diagram of the first vérsion of the pylon and blades of
the 132 kW wind power generator.

Overall viewiin operatlng position; blades face~on to wind

. Front view

See auxiliary wheels for orientation; diameter 2000

Wind

View of left side; cross sectioneof cabin

Step=up gear

Alternating generator

Servo motor

Blades

~Hub

Diameter 21,200

Rack cabinet

Regulator

Access ladder

Upper ladder

Commutators

Shaft and orientation mechanism

44 cross section

Upper platform

Lower ladder

Lower platform

Upper part, constructed of tubes

Lower part, constructed of angle-lirons

Cross section bb

Tube-angle-Iron connection

Four foundation blocks,?2800 x 2800 x 1800

See note below

Note: long unbroken lines show the dimensions of a blade

turned parallel to the direction of movement.

cc. Pylon artliculation

dd. Terminal boxes

ee. Movable ladder

Y Breakdown of representation of pickups:-

gg. Measurement of acceleration perpendicular to the plane of
the wheel involved

hh. Measurement of acceleration parallel to the plane of the
wheel involved

ii. General assembly: wind power generator. Characteristics:

rated output N 130 kW. Rated wind speed V = 12 m/sec.

Rotation speed 5.6 rpm. Blueprint 520508. Drawing:

Schwariz:.
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2.2.1.4. The Nogent-le-RoicFast Alrscrew

On April 12, 1962, the airscrew was disassembled to be replaced
with a faster alrscrew.
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It was decided to build anotheraairscrew 1ln order to eliminate
one of the step-up gears. The new alrscrew mounted on the Nogent-
le~Rol assembly.differed from the preceding in that it was con-
structed completely of light alloy (wrought AG 4), its rotation
speed was 71 rpm rather than 47.3 rpm, and each blade was inserted
in the hub by a trunnion. It was possible to adJust the setting
with the blades at rest. '

This airscrew operated for 307 hours, until September 5, 1963,
when one of the bladesibroke. This incident concluded the tests
at NogentZle-Roil.

allae Hod Lueo

The fallure of this airscrew was due to the fact that the
50% increase 1n rotation speed resulted in vibration of the
necegsarily flexible light alloy blades.

Wind tunnel tests performed in Chalais-Meudon on this fast
alrscrew with successive diameters of 2.5 and 4.5 m during the
same period revealed the same destructive vibrations.

In 1965 plans were made for reassembling the first ailrscrew
after transporting the wind power generator to a windler site in
the Corbléres.

2.1.1.5. Tentative Follow-Up Program to the Nogént-le-Roil
Experiment

Following the tests on an experimental assembly, the EDF
program provided for the construction and testing of a prototype
assembly at Landunveza({close to Porspoder in Northern Finistére),
and the subsequent constructlon and on-site assembly of a series

of machines.

As a result, plans were made t¢o continue theltests in 1959
with two 45 m airscrews placed side-by-side atop a hollow concrete
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pylon (similar to the refrigeration towers of thermal power plants),
driving two 2 MW alternating generators (Fig. 6) rotatingiin

reverse direction (since the wind tunnel tests had shown that the
energy collected by a double assembly &8 2.2 times thatadf a

single assembly, the airscrew-pylon interaction becoming favorable).

At one time there were even plans to construct a prototype with /25
four 45 m airscrews, or 50 m airscrews  as a variant, in order to
-obtalnoasunit power of 4-x 2.5 '="10 MW*. ’

Now, if the alrscrews of thegpnototype and mass—produced
generators are to be ldentdcal, 1t'might -be to. advantage first to con-
- 8truct 'an experimental generator with a smaller diameter. Thus
the EDF-Brest Romani project, finally researched in detall in
1963 [330], 1ncluded only two 32 m alrscrews. To obviate the use
of step-up gears, whose operating history had revealed some draw-
backs, 1000 kW alternating generators rotating at 66.67 rpm were
to be used if the ailrscrews were two-blade models. In this case
the peripheral speed of the blades would have reached 112 m/sec,
that is, one-third of the speed of sound. However, the finlshed
version would more probably have been equlipped with three-blade
alrscrews, which are slightly faster, retaining a step~up stage on
the order of 8, which would have allowed for the addition of a
free wheel at the alternating generator input.to preclude operatlon

as a fan in low winds.

* One might consider whether the use of airscrews with a slightly
larger dlameter (56 m, for example) for the same total output
would not reduce the lnconstancy of operation. Anotheraaspect
of the problem of choice of dimensions for the machine is that
the coptimum slzes for the various components of & wind power
generator are not the same. The substructure, the support and
the electrical system are inexpensive when the output is as high
as possible. On the other hand, large airscrews are extremely
costly, flrst, because thelr weight and cost increase as the
cube of their diameter. while the .output increases as the square
of the dlameter, and second, because the rotation speed de-
ereases propobtional to the dlameter, with the result that the
transmission and the. generator become lncreasingly costly.
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These projects, including the idea of resuming tests on the
800 kW version, were &ultimately set aside due to the decrease in

the cost of gasoline.

2.1.2.

The Saiht-Remy-des-Landes 132 kW Wind Generator [314, 315,

316, 3171

The characteristics of thismmachine (Figs.7 and 8), which
first underwent wind tunnel testing in Toulouse and was then in-
stalleduaat Saint-Remy-des-Landes in 1958, were as follows:

blade diameter 21.2 m;

rotation speed 56 rpm;

speed of asynchronous generator 1530 rpm;

rated output 132 kW in a 12.5 m/sec wind (45 km/hour);

Variable-step three-blade alrscrew initially made up of

welded aluminum, followed by a metal structure with plastic coating;

double-train step=up gear;

mounting on the ground, with the addition of a tilting

system {subsequently eliminated).

Teats on the output yielded the following results:

-— rated output: 132 kW in a 12.5 m/sec wind;

-~ maximum output: 130 kW in a 13.5 m/sec¢ wind (Fig. 9);

-~ faximum efficiency: 0.5 to 0.6 in a 10 to 13.5 m/sec

wind.
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Tests begun in early 1959 dealt with:

-~ development of a servo regulator (specifically resulting
in elimination of the buffer battery in the hydraiidic circuit of
the servo motor);

- == determination of optimum setting;

-- measurement of stressesnonndnd vibrations of the p¥lon
(8he2cHz) and blades (3, 5 Hz);

-— tests with generator free to swivel (satisfactory opera-
tion in absence of positloning system).

These tests were interrupted, first, by the necessity for
considerable reinforcement of the support pylon, and second, by
breakage of one blade on June 28, 1959. ‘After a new set of blades
had been mounted, taking into account developments made in 1964,
the airscrew operated from November 1962 to March 1966, generating
700,000 kWh, a relatively low figure since the site was less
windy than had been expected. The maximumppndéduction per month
was 52,000 KWh. There was a total of 59 days of stoppage due to
failure over thesesthree years. In conclusiony the generator
operated satisfactorily. Its mean efficlency over these three
years was quite good: (#0.34, in relation to the Betz limit, of

course.

2:1.3. The Saint-Remy-des-Landes 1000 kW Wind Generator [311,
312, 317, 318] (Fig. 10)

Due to the satisfactory results obtained with the 21 m

generator, the designer, NEYRPIC, proposed a new machine based on
the same operating principles, also initially tested in the
Toulouse wind tunnel; its characteristics were as follows:
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Fig. 10. The Saint-Remy-des-Landes NEYRPIC wind generators
(English Channel). Foreground: the 35 m, 1000 kW generator.




- thfee—blade plastic swilveling alrscrew placed downstream
from the pylon;

—— adjustment by wvariation of blade setting on the basis of
power regulation, that is, Tixed setting up to 650 kW, variable
setting thereafter, start-up dependent on wind speed (for
8 m/sec) and automatic connection to the network;

~- Wweather vane-type self-swiveling;

~- asynchronous generator, 1035 rpm, 3000 V;

!
t

metal lattice pylon 30 m high;
-~ mounting on the ground and tilting of the mounted machine;®
-- two=stage step-up gear;

-- rated output 1000 kW in a 17 m/sec wind at the height of
the ailrscrew (61 km/hour);

-- stoppage by turning blades sideways when the wind is less
than 6 m/sec;

~~ total weight (excepting substructure): 96 tons.

The wind generator was connected to the electrical network
for the first time on June 13, 1963, four months after the be-
ginning of the assembly process. It operated at an industrial
level from June 30 to July 18, 1963, on which date there was an
electrical fallure in the system connecting 1%t with the network.

 Only the pllon was mounted on the ground and then tilted; a
crane had to be used to set the machine itself in place.
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Tests were resumed from October 1963 o June 1964, These /2
yielded the followlng results (Fig. 11):

-~ gatisfactory resistance to overspeed after discconnectlion

from network;
-~ vibration at a critical speed of 1300 rpm;

-— gsatisfactory output: 800 kW for 15 m/sec; the maximum
reached was 1085 kW;

—- maximum efficiency 0.7 with a 13 to 15 m/sec wind;
-- average efficiency during period of operation: 0.47;

-- production: 500,000 kWh in 7 months; 222,000 kWh in
November 1963 alone.

The roller bearings of the step-up gear from which the air-~
screw was suspended broke in June 1964, This breakage after
2000 hoursedfaoperation rather than the 200,000 hours predicted
by computation was explained by poor design of the bearings. There
were initial plans to repair the assembly, but these were sub-
sequently abandoned and the wind generator was disassembled in
June 1966.

2.1.4. Tests in Saint-Servan

Beginning in 1959, joint tests were performed by BEST~-Romani
and MEYRPIC-SOGREAH under the direction of the EDF on a reinforced
plastic spar component 4 m long, subjected to cecnsidderable al-
ternating stress and strain in the open air. These tests made 1t
possible to control the very slight and gradual development of
v
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Fig. 11. Saint-Remy-des-Landes 35 m wind generator: average out-
put over 1 hour and efficiency in relation to Betz 1limit.

Key: a. Average electrical output (kW)
b. Efficiency
c. Average wirid speed (m/sec)

the properties of this material over time for the manufacture of
wind airscrews (more than 100 million test variations were made).

2.1.5. The J.B. Morel Wind Generators [313] (Fig. 12)

The French Electrical Authority has also been Interested in
horizontal-axis wind~driven wheels and vertical-axls wind gene-
rators, particularly those patented by J.B. Morel. Initially
this inventor had tested a wind-driven "motor dam" with horizon-
tal axls perpendicular to the direction of the wind.

2.1.5.1. Airscrew with Blades Secured . between a Circular Rim and
a HReduced Hub

4 prototype 3 m in diameter with a wheel with rim equilpped
with blades has undergone wind tunnel testing in Domene (Isérel
and subsequently on the Saint-Nizlier plateau at an altltude of
1100 m in 1951. The advantages of thisddevice are:

-- elimination of the drive shaft, the energy being transmit-
ted by the rim;

-—- elimination of the step-up gears, mechanical energy being
avallable at high speeds;

-~ the possibility of using thin-profile blades with high

aercdynamic efficiency, their stiffness being ensured by their
tenslon between the rim and the hub of the wheel;
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~-The Mondragon wind generator after the accldent.
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-— the stahilizing effect of the rim,.

These tests showed the efficiency of the machine to be as
high as 0.45 and the output 4.8 kW with a 15 m/sec wind. UNo
follow-up studies have been performed.

Another inventor, M. Doffin, tested a model of the same type

of airscrew in one of the Poiltlers wind tunnels in 1966, but
without financial backing from the EDFE.

2.1.5.2. The Vertical-Axis Wind Generator

This generator was designed to combine the simplicity of the
0ld windmill with the high efficiency of contemporary contobured-
blade airscrews. Thils type of wind generator has the advantage of
not requiring positioning in the wind, but it must be started;
however, this 1s not a serious drawback for a device connected with
a network.

Wind tunnel tests in Saint-Cyr with a three-blade machirie with
a span of 1.75 m yielded an efficiency of 0.23 (output 300 W with
a 10 m/sec wind).

As a result of these tests, an experimental 7 kW machine with
characteristics as given in the following table was built and
fested In the Fressinades at Mondragon, along the Donzere-Mondragon
canal. It was in operation from August 9 to October 8, 1954, when
1t was destroyed by a mistral squall following a failure in the
braking system. These tests also ylelded an average efficiency on
the order of 0.23.

It was necessary to resume these tests in Mondragon with a
smaller 5 kW machine forming a cone with a larger angle at its
apex 80 as to obtain a less "peaky" efficiency curve, that is, a

~
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CHARACTERISTICS QOF J.B. MOREL VERTICAL-AXIS WIND GENERATORS

Rated output 7 5 90 500 1200
(kW) (cdmpleted) (planned) - (planned)fxp;éﬁhed)
High

i . 4,2 2.0 3.9 12 18
D t . ' .

lameter of wheel Low 8.5 8.5 20 40 60

(m) _

Elevation of wheel ({(m) 5.7 5.7 14 36 54
%ated rotation speed (rpm) . 50 14.3 14.3
Wind speed (m/sec) 10 10 15 15 15
Cost without alternating : 50 110
genexator (in:thousands of (1953) (1955)
ffancsh

maximum efficiency plateau which would be valid for a bnead range
of wind speeds. “Tests were begun, but were interrupted by the
J.B. Morel company in 1955 due to finaneial difficultiess.

Nevertheless, preliminary designs for 90, 500 and 1200 kW
wind generators have been laid out with the aid of the EDE, als
lowing for an awverage efficiency on the order. of 0.25. The few
tests performed have primarily shown there to be a great many
problems whilch must be overcome with this type of machine.
Consequentlyhtheocost price of this +type: of generator, which is
alreddyoquite high, is prohibitive in comparison to that of
generatorswwith ahorizontal-axls airscrew.

2.2. 0Other Large Models

2.2.1. The Andreau-Enfield Wind Generator (1550 to 1957) [202]

The 100 kW wind generator tested at Grand-Vent (Fig. 13) by
the Gas and Electricity Company of Algeria (EGA) is a very specific
type of generator and its history is therefore of some interest.
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The Andreau-Enfield wind generator in Grand-Vent (Algeria).

R
.4 m; 100 kW.

Fig.
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This was the Andreau-Enfield machine designed in 1950 by
Enfleld CabléssLtd., for the Britlsh Electriclty Authority. The
blades, designed by De Havilland Propellers, Ltd., are hollow;
as they rotate, centrifugal force expels air from their ends,
resulting in suction at the center. This negative pressure 1is
used to drive a turbine lcoecated in the barrel of the wind genera-
tor (Andreau patent No. 617331 of October 8y 1951).

The detailed characteristics of the assembly were as follows:

-— alrscrew diameter 24.4 m;

-- rotation 100 rpm under a 13.5 m/sec wind (48 km/hour);

-~ suctlon flow rate 1655 m3/min;

-- inelination of blades automatically adjusted with wind
speeds of more than 48 km/hour so as to maintain a constant air-

flow rate in the turbine;

-- rated output 100 kW for a wind speed range of 13.5 to
29 m/sec (48 to 105 km/hour);

-~ blades 'swiveled sideways with a wind speed of more than
105 km/hour;

-- 100 kW, 415 V synchronous motor;
-- helght of tower 30 m above ground.

Initially the machine was to have been installed at the top
of the hill Mynydd Anelog, Alerdaron (Caernarvonshire, Wales),
but it was first installed in Praée~Wood, St.-Albans (Hertford-
shire) in 1953 for testing purposes. Unfortunately, this was a
wooded site, and thus an area where the vertical wind
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distribution was highly disturbed. As a result, there were vibra-
tions of the airscrew and the project was abandoned by the English
researchers.

In 1957, EGA recovered the machine to reassemble it at Grand-
Vent (Fig. 14) on. a better site than the St.-Albans site. The
wind generator operated at Grand-Vent for 180 hours, with an
output varying from 80 to 130 kW.

The EGA tests, under the direction of Mr. Delafond, revealed
the weak polnts of the system, specificaliy, flaws in the design
of the blade orientation mechanisms and stops, and leaks in the
rotary joints of the negative pressure column. These minof prob-
Lems have been solved - but the installation was still abariddned

due to safety reasons.

The conclusions from operation of this generaftor are as
follows:

-~ the choice of site is of baslc importance; the area must
be one 1n which the spatlal dlstribution of the wind 1s as uniform
as possible;

-~ the efficiency of the Andreau system 1s qulte low (20%) /35
due to the kinetic energy losses of the alr expelledaat the end of
the blade (lack of a scroll for recovery), entry of air at the
Joints, considerable losses of head in the negative pressure
circuit, and especially due to the fact that the efficlenchesudf
each of the four machines connected in series (wind generator,
centrifugal blower, negative pressure turbine and adternating ¢
generator) must be multiplied by each other; this was a fact which
had already been determined in previocus tests on a large model

performed by the EDE and Andreau at Saint-Cyr-1'Ecole;

~— articudated blades should not be used,
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General view of the Grand-Vent site 1in Algeria.
[Fig. 14 continued on following page]
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Fig. 1lla. Costa-Head in the Orkney Islands. Site
chosen for installation of a 100 kW wind generator
(one of the windiest areas in the world).

The efficilency of the blades alone was fairly good (O.T3),
although they were necessarily poorly contoured. This shows that
it 1s not necessary to give detailed attention to the aerodynamic
characteristics of the central part of the airscrew, and the
deslgn of the airscrew may be simplified.

2.2.2. The Orkney Islands Wind Generator [107, 111, 203]

In 1950, the North Scotland Hydroelectric Board (NSHEB) asked
the John Brown Company to design an experimental 100 kW wind
generator to be installed on the hill of Costa-Head in the
northern part of the main island in the Orkney chain. The

generator was in operation for a very short perlod of time in 1955,
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connected to the public electrical system in parallel with diesél-
powered electrical generating units. The designer hoped to ob-
tain information which could be used to develop a 250 kW machine
with a dlameter of 23.8 m, but these plans were apparentlyunot
carried out.

The detailed characteristics of the assembly installed in
the Orkney Islands were as follows:

-- rated output 100 kW with a 15.5 m/sec wind (56.3 km/hour(;

-- slowdown under a wind speed of more than 26.5 m/sec
(95 km/hour); |

~~ height of pylon 24 m above the ground.

However, the excessive number of articulations and possible ori-
entatlion movements of the blades were disastrous to this project.

2.2.3. Danish Wind Generators {108, 204]

Denmark has been interested in wind power for a long time.
Since formerly the Danish public power network was not intercon-
nected, a number of towns had individual wind generators. In
1939, the Lykkegaard Company was manufacturing wind generators
18 m in diameter able to operate under wind speeds of 4 to 11 m/
/sec and generating 50 MWh/year {(cost 1100 erowns). In 1941,

64 machines were generating 1.8 GWh/year, and from 1940 to 1947
the energy produced by wind generators was 18 GWh.. One Lykkegaard
machine purchased by the EDF was in operation in Clamart for a

few months in 1948; its desipgn was found %o be somewhat outdated.

Wind tunnel testing of wind generators was resumed after the
war, followed by tests on an 85 kW machine with a cost of 612 crowns
per kW. Three other wind generators with outputs ranging from
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30 to 75 kW were bullt in 1942, These cost approximately 900 crowns
per kilowatt and the cost price of the power generated was
0.3 P/kWh in 1948.

Subsequently, the 3ydolstjallands Elektricitets Aktieslskab
(SEAS or Southeastern Zeeland Electrical Authority) successfully
tested 13 kW wind generators #n Vester-Egesborg (1949) and 45 kW
generators on Bogo Island (1952). In 1954, at the instigation of
J. Juul, the SEAS decided to construct a 200 kW machine in Gedser,
inaugurated in 1957 and put into operation in 1959. There were.
subsequent problems in operation in the form of wibrations and
pumping of servodynanmicuobiglin due to interference between the wakes
of the blades.

It appears that the combination of the diSspﬁviﬁg'Qf tHe. J.
~Juul. Co.in 1965, mechanical failures and a qfop in thé.price of
gasoline resulted 1In the abandonment of wind power in this country,
where it had been extremely important.

2.2.4. Wind Power in Germany [119, 209]

In 1949, the Schwalen Power Supply System set up a Wind Power
Study Society in Stuttgart for the purpose of constructing and
experimental wind power station.

The 100 kW machine erected in Stotten close totGelsslingen
operated at 38 rpm and supplied up to 90 kW to the public power
network between 1959 and 1961. However, despite the relatively
good results obtained with this generator and the technical pos-
sibillities of constructing 100 kW units, in 1966 Germany decided
that the system was not economical even 1f a large number 'were to
be manufactured, due to the large size of\the machines, problems
of power storage and the short 1life of the units.
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2.3. Small Wind Generators [200, 210, 211]
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)
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Although large wind generators generally ylelded disappolnt-
ing results, low-~power machines, on the other hand, have usually
proved satisfactory. These are wind generators of less than
10 kW, used for pumping, for electrical power supply 1n isolated
areas (lighthouses, islands, explorer camps, etc.) in connection
with a series of batteries or an electricity generating unit.

In France, after the EDF tests were discontinued, the Brest-
Romanl Company, which had built the Nogent-le-Roiewind generator,
was dissolved in 1966. The Aerowatt Company, which replaced 1t,
took out a patent prepared by Mr. Seger dealing with regulation
of the rotation speed by various methods, including aerddynamic
stall. This involved situating the operating range of the machine
in the descending part of the characteristic power-wind speed
curve; as a result, the motor torque decreases in high winds. The
airscrews, whlch are simpler, are not twisted. They are adapted
to operation in low-speed winds (5 to 7 m/sec) and start at
3 m/sec.

Since 1970, Aerowatt has bullt approxlmately 200 power gene-
rators ranging from 24 WWtbold kW. These are used particularly by
the Lighthouse and Beacon Service as a safe power supply for
various lighthouses (Fig. 15) [211]. The cost pkice of installa-
tions with series of lead batteries is on the order of 10,000 F/
/kW in 1974 for outputs of less than about 10 kW. Under these
conditions, a 15 kW (18 m) machine costing 150,000 F will amor-
tize in 10 years at a rate of 1 = 10%, and, generating 70,000 kWh/
/year, will have a cost price of:
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Fig. 15. The Faraman lighthouse (mouth of the Rhéne) powered by
and Aerowatt 1100 W wind generator.




3. Economic Considerations and Prospects for the Future
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w
O

\‘

Publications on wind genératersare frequently crowded with
economic considerations for Wwhich the bases of.cemputation, for
the most part, unfortunately cannot be controlled. We will men-
tlon only those which seem to be most serious. All the costs are
given in current francs for the year and in constant francs for
the beginning of 19T4 [206].

In 1957, Dowsett Holding, Ltd. of London proposed the fols..
lowing installatlons to be based on a 25 kW generator:

Bower storage ~Cost’ X pRoﬂUCTIQN " |cost per kwh
Site.. | system. £ (1954) F (1974)7 (kwh/an) F (1974)
Aﬁs;ral;a{ interconnect{on ;_000 180 000 43 500 0,38
‘ India’ pumping (10 kW) 1 000 = |210 coo ~ |300000 md/year| - -
1i8t-Hélene baﬁtery (225 A-h)| 9 000 270 000 ~ 85 000 0T32
- diesel-electrical | 7 000 210 000 85 000 0.80
| (7 kW) l

Falrly extensive economlc studies were performed 1ln Great
Britaln in the early 1950's, particularly by E.W. Golding. These
may be summarized by the following table:

i outpit | CGSt"Pér‘iﬂﬁtalled kﬂ | 'C?S£,§%f kwﬁ;iﬁ"',
: (kw) £ (1955) . F (1974) F (1974)
(N 4 | . 200 6 000 0-1 to. 0,7

‘ w0 - 100 | 150 . 4 500 ;" 0.1t 0.4

i " 1 000 - 10 000 50 . 1 500 : 034
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These costs are comparable to those of French and Danish
wind generators which have been planned or constructedd.

i SAINT-REMY-DES-LANDES  : 130 kW ~ 24, 000,000 GF(1955) :oxr% 500 F/kW (1974)
w - - - - :1 000 kW ~ 2,400,000 F(I961) oxs4 300 F/KW (1974) "
| NOGENT-LE-ROT : 800 kW -170,000,000:0F(1954) or5 200 F/kW (1974)
| EDF (BEST-Remani projeet):2 000 kW - 3,300,000 F(1963) or2 700 F/kW (1974)
I DENMARK : 75 kW - 9,000,000 OF(1948) or3 800 F/kW (1974)

- _ 200 kW - 20 000,000 O (1954)

or?2 500 F/kW (19741

To summarize, the investment costs for an experimental gene- gﬂg
rator would be on the order of 3000 to 4500 F/kW in 1974. This
remains to be conflrmed, since for industrial installations these
figures may be ecut by a factor of 2 er 3 in accordance with the
results obtained in Denmark and England and the predictionsudf
French constructors in 1963.

A brief glance at futurelplans in other counfries: the report
by G. Massart [122] describes developments in the US; the Univer-
sity of Montana 1s studying a new type of wind generator, and the
University of Oklahoma 1s orliented towards large systems and
of fshore Installatlions. The Lewls Research Center is stiudying
100 kW wind generators. The contracts invelved are in excess of
1 million dollars for 1973 and 19%4. Ocean Energy of Blairsville,
Pernsylvanla, i1s attempting to develop a small, simple wind gene-
rator of 5 to 8 kW with a Tergal alrscrew for domestic heating in
winter.

Finally, we might mention possible dewvélopments in regard to
series of wind generators on aligned flecating structures in the
ocean, producing hydrogen which will be stored in submarine tanks
and burned in thermal power plants on land [123]. After examining
a large model of this type, W. Heronemus seems to assign the

Ly L e

f Including substructure.
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preference to assemblies withooutputs on the order of 1 to 6 MW
composed of standardized wind generators (10 m, 20 kW, 11 m/sec).

Conclusion

The initial efforts of the French Electrical Authority toward
the development of wind power have dealt with exploration of the
French national territory to measure the amount of wind power
theoretically available (Fig. 1).

A second phase involved testing two types of wind generators:

-~ an average-power 130 kW machine (Filg. 7) which was found
highly satisfactory;

-~ two hlgh-power machines. Thesfirst (800 kW, Fig. 2),
presented a number of small technical problems which were subses
quently solved. Nevertheless this generator demonstrated the
impossibility of operating machines with diameters on the order of
40 to 60 m without problems. The second high-power generator
(1000 kW; Fig. 10) confirmed the production capabilitles of these
generators over 1ts short perlod of operating time. The 800 kW
machine was installed in a low-wind site close to Paris, and it
waé found to be a better technical prototype than the 1000 kW
generator installed close to the coast of the English Channel.

The information provided by the experiments performed by
the EDE and abroad may be summarized as follows:

-- Small wind generators (1 to 10 kW), which are fully de-
veloped technically, are of value at lccal sites when there is no
interconnected electrical power network. Despite the high unit
cost of these wind generators (5000 F/kW), there is unquestlonsbly
a market for them in undeveloped countries bordering on the ocean
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or in temperate zones, or for highly specialized uses such as in
iscolated lighthouses, water pumping for agricultural purposes,
hot water storage, etc.

-- Large wind generators (1 to 10 MW) joined to an inter-
connected publlc power supply may be installed at windy and
relatively tuninhablted slites, and despite their irregular produc-
tion, may be considered a means of supplementing the power output
in certain power supply situations 1n countries with favorable
sites, conditions which are not found in combination in developed

countries.

-— Currently it seems to be to advantage to try to develop
average-power generators with outputs on the order of 100 kW.
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